We only received one question so here it is with response;

Q: The engineer from GenTech just reached out to me to see what size fuel tank that is needed for the
generator there is not a size for it on the plans.
Can you please clarify?

A: The fuel capacity shall provide a minimum of 8 hours of run time.
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